Start Date: 01 Jan 2024
End Date: 31 Dec 2024

DRINKING WATER ANALYSIS SUMMARY
Voluntary Monitoring - Detected Contaminants

System: MCAS New River
PWSID: 04-67-042

Parameter

Unit of

Range

Average

Measure Low

High

Finished Drinking Water Detections

MCL/
IMAC

Explosive Compounds

Perchlorate 0.236 Mg/l 0.0629 0.384 N/A
Inorganic Compounds

Arsenic 0.717 Mg/l ONLY DETECTION 10
Barium 0.490 Mg/l 0.407 0.573 2000
Calcium 20450 pg/L 20400 20500 N/A
Chlorate 394 Mg/l 341 447 N/A
Chloride 38.0 mg/L 28.6 47.3 250
Cobalt 0.052 Mg/L ONLY DETECTION N/A

Fluoride 0.356 mg/L 0.288 0.423 4

Lead 0.309 Mg/l ONLY DETECTION 15
Magnesium 1385 Mg/l 1350 1420 N/A
Potassium 4795 Mg/l 4580 5010 N/A
Sodium 94150 pg/L 92600 95700 N/A
Strontium 77.2 Mg/l 75.1 79.3 N/A
Sulfate 1.66 mg/L ONLY DETECTION 250
Vanadium 0.102 ug/L ONLY DETECTION N/A

Per- and Polyfluoroalkyl Substances
NO DETECTIONS
Synthetic Organic Compounds
Dalapon 0.386 Mg/l ONLY DETECTION 200
Total Organic Carbon
Total Organic Carbon 1.71 mg/L 1.67 1.75 N/A
Volatile Organic Compounds

Bromodichloromethane 12 pg/L 11.1 12.9 N/A
Bromoform 0.816 ug/L 0.612 1.02 N/A
Chloroform 12.35 pg/L 11.7 13 N/A
Dibromochloromethane 7.64 pg/L 2.97 9.31 N/A
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Start Date: 01 Jan 2024
End Date: 31 Dec 2024

DRINKING WATER ANALYSIS SUMMARY
Voluntary Monitoring - Detected Contaminants

System: MCAS New River

PWSID: 04-67-042

Unit of Range MCL/
Parameter Average
Measure Low High IMAC
RAW WATER DETECTIONS
Explosive Compounds
NO DETECTIONS
Inorganic Compounds
Arsenic 0.549 pg/L 0.433 0.739 10
Barium 2.617 ug/L 0.374 14.1 700
Bromide 0.159 mg/L 0.113 0.205 N/A
Calcium 73013 ug/L 58900 87000 N/A
Chloride 20.0 mg/L 8.29 51.6 250
Chromium 0.466 Mg/l 0.445 0.528 10
Cobalt 0.111 pg/L 0.044 0.194 1
Copper 10.8 ug/L ONLY DETECTION 1000
Fluoride 0.309 mg/L 0.22 0.591 2
Iron 55.8 ug/L 26.3 97.7 300
Lead 0.482 ug/L 0.089 1.2 15
Magnesium 4842 ug/L 3710 6040 N/A
Manganese 3.04 pg/L 1.53 5.56 50
Nickel 0.871 ug/L 0.697 1.19 100
Potassium 8058 ug/L 2160 12400 N/A
Sodium 26231 ug/L 12600 54500 N/A
Strontium 284 pg/L 213 379 2000
Sulfate 1.334 mg/L 0.835 2.89 250
Vanadium 0.083 ug/L ONLY DETECTION 7
Zinc 71.2 ug/L ONLY DETECTION 1000
Per- and Polyfluoroalkyl Substances
Perfluorohexanesulfonic Acid (PFHxS) 0.18 ng/L 0.17 0.2 10
Perfluorooctanesulfonic Acid (PFOS) 0.26 ng/L ONLY DETECTION 0.7
Synthetic Organic Compounds
NO DETECTIONS
Total Organic Carbon
Total Organic Carbon 3.10 mg/L 1.71 5.3 N/A
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Start Date: 01 Jan 2024 DRINKING WATER ANALYSIS SUMMARY System: MCAS New River
End Date: 31 Dec 2024 Voluntary Monitoring - Detected Contaminants PWSID: 04-67-042

Unit of Range MCL/

Parameter Average IMAC

Measure Low High

Volatile Organic Compounds

NO DETECTIONS

The contaminants with the Maximum Contaminant Level (MCL) listed as N/A do not currently have a
federal drinking water standard or regulation.

An interim maximum allowable concentration (IMAC) is a temporary standard for a substance in
groundwater when there is no other established standard.

Unit Descriptions

Term Definition

mg/L Milligrams per liter (mg/L) or parts per million (ppm)
ug/L Micrograms per liter (ug/L) or parts per billion (ppb)
ng/L Nanograms per liter (ng/L) or parts per trillion (ppt)
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